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MEETING WITH KDOW
Kentucky American Water
Richmond Road Station WTP — Filter Building Replacement
Lexington, KY
June 12, 2014 — 10:00 AM

Attendance: Mark Rasche KDOW
Julie Roney KDOW
Mortaza Tabayeh, KDOW
Zach Dukes KAW
Bret Casey H&S

» Prior to the meeting, H&S provided a summary of the plant operating data that was
used to determine the sizing criteria for the CT contactor. The graph of this data is
attached to the meeting minutes.

* H&S explained that the sizing was based on a low temperature of 7.2°C in March
and a maximum flow in March of 18 mgd. This flow in significantly higher than the
historic flows in March and therefore is conservative and allows for future increases
in demand. H&S also explained that the raw water chlorination point would be kept
as a backup. The construction of the CT basin will allow for the primary chlorination
point to be moved downstream of the filters. In the event that additional CT would be
needed, KAW would have the ability to feed chlorine to the raw water to gain
additional CT. KDOW agreed with the sizing criteria and the revised chlorine feed
approach.

» H&S walked through the drawings that were submitted to KDOW for approval.
KDOW did not have any other questions or comments regarding the drawings that
were submitted.

» KDOW indicated that they would expedite the review and approval of the drawings.
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RE: Plan Approval Letter 796.rif
Tabayeh, Mortaza (EEC) Zachery.Dukes@amwater.com

This message has been replied to and forwarded .

This is a general statement in the approval and you cover by this statement.

- ----Original Message-----

From: Zachery.Dukes@amwater.com [mailto:Zachery.Dukes@amwater.com]
Sent: Monday, June 30, 2014 1:39 PM

To: Tabayeh, Mortaza (EEC)

Subject: Re: Plan Approval Letter796.rtf

Mortaza,
What is the reason behind stipulation (g)? We don't currently meet that
requirement at the RRS Plant as we previously stated during our meetings....

Zach

Zachery B. Dukes, P.E.
Project Manager Engineer
Kentucky American Water
2300 Richmond Road
Lexington, KY 40502

Office (859) 268-6352

Cell (859) 537-0750
zachery.dukes@amwater.com
www.amwater.com

From: "Tabayeh, Mortaza (EEC)" <Mortaza.Tabayeh@ky.gov>

To: "Hulette, Lisa (PPC)" <Lisa.Hulette@ky.gov>, "Wakim, George W
(PSC)" <GeorgeW.Wakim@ky.gov>,

Cc: "Zachery.Dukes@amwater.com" <Zachery.Dukes@amwater.com>

Date: 06/30/2014 11:52 AM

Subject: Plan Approval Letter796.rtf

[attachment "Plan Approval Letter796.rtf" deleted by Zachery B.
Dukes/KAWC/AWWSC]
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Plan Approval Letter 796.rtf
_ Hulette, Lisa (PPC), Wakim,
Tabayeh, Mortaza (EEC) to: George W (PSC)

Cc: "Zachery.Dukes@amwater.com”
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06/30/2014 11:52 AM

History: This message has been replied to and forwarded .

i

Plan Approval Letter796.rtf
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RE: AI#1063-KY American Water Co .-Richmond Road Station WTP
Improvements -Project Assigned
Tabayeh, Mortaza (EEC) Zachery.Dukes@amwater.com 06/23/2014 09:28 AM

This message has been forwarded .

It is waiting for approval signature.

- ----Original Message-----

From: Zachery.Dukes@amwater.com [mailto:Zachery.Dukes@amwater.com]
Sent: Monday, June 23, 2014 9:16 AM

To: Tabayeh, Mortaza (EEC)

Subject: RE: Al#1063-KY American Water Co.-Richmond Road Station WTP
Improvements-Project Assigned

Mortaza,
Any updates on this permit?

Thanks,
Zach

Zachery B. Dukes, P.E.
Project Manager Engineer
Kentucky American Water
2300 Richmond Road
Lexington, KY 40502

Office (859) 268-6352

Cell (859) 537-0750
zachery.dukes@amwater.com
www.amwater.com

From: "Tabayeh, Mortaza (EEC)" <Mortaza.Tabayeh@ky.gov>

To: "Zachery.Dukes@amwater.com" <Zachery.Dukes@amwater.com>,

Date: 06/17/2014 03:10 PM

Subject: RE: AI#1063-KY American Water Co.-Richmond Road Station WTP

Improvements-Project Assigned

The project is under review and will be finished by next week.

————— Original Message-----

From: Zachery.Dukes@amwater.com [mailto:Zachery.Dukes@amwater.com]
Sent: Tuesday, June 17, 2014 3:00 PM

To: Doss, Lissa (EEC)

Cc: 'BCasey@hazenandsawyer.com'; Tabayeh, Mortaza (EEC)

Subject: Re: Al#1063-KY American Water Co.-Richmond Road Station WTP
Improvements-Project Assigned

Mortaza,

| just wanted to check in on the status of your review for our Richmond Road
Station Filter Building project. | appreciate you taking the time to meet with
us last week to discuss the project.
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Thanks,
Zach

Zachery B. Dukes, P.E.
Project Manager Engineer
Kentucky American Water
2300 Richmond Road
Lexington, KY 40502

Office (859) 268-6352

Cell (859) 537-0750
zachery.dukes@amwater.com
www.amwater.com

From: "Doss, Lissa (EEC)" <Lissa.Doss@ky.gov>
To: ""BCasey@hazenandsawyer.com™
<BCasey@hazenandsawyer.com>,
Cc: "'Zachery.Dukes@amwater.com™
<Zachery.Dukes@amwater.com>,

"Tabayeh, Mortaza (EEC)" <Mortaza.Tabayeh@ky.gov>
Date: 05/20/2014 09:49 AM
Subject: Al#1063-KY American Water Co.-Richmond Road
Station WTP

Improvements-Project Assighed

Good Morning Mr. Casey,

We received your submittal for the Richmond Road Station WTP Improvements and
it has been assigned today to Mortaza Tabayeh at extension 4826 or email
Mortaza.Tabayeh@ky.gov . If you have any questions please call or email us
anytime.

Thank you and have a nice day.
Lissa

Lissa Doss

Lissa Doss

Engineering Section

Water Infrastructure Branch
Division of Water

200 Fair Oaks Lane

4th Floor

Frankfort, KY 40601
502-564-3410 ext. 4801
Lissa.Doss@ky.gov
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RE: AI#1063-KY American Water Co .-Richmond Road Station WTP

Improvements -Project Assigned

Doss, Lissa (EEC) 'Zachery.Dukes@amwater.com' 06/17/2014 04:08 PM
"Tabayeh, Mortaza (EEC)"

This message has been replied to.

Good Afternoon Zachery,

Mortaza has already left for the day. | will have to let him update you on the
status because once the projects are assigned to the engineers | have to talk
with them to see where in line the project is for review. He should be here
tomorrow so he can call or email you then hopefully. Sorry | couldn't be more
helpful tonight.

Thanks,

Lissa

----- Original Message-----

From: Zachery.Dukes@amwater.com [mailto:Zachery.Dukes@amwater.com]
Sent: Tuesday, June 17, 2014 3:00 PM

To: Doss, Lissa (EEC)

Cc: 'BCasey@hazenandsawyer.com'; Tabayeh, Mortaza (EEC)

Subject: Re: Al#1063-KY American Water Co.-Richmond Road Station WTP
Improvements-Project Assigned

Mortaza,

| just wanted to check in on the status of your review for our Richmond Road
Station Filter Building project. | appreciate you taking the time to meet with
us last week to discuss the project.

Thanks,
Zach

Zachery B. Dukes, P.E.
Project Manager Engineer
Kentucky American Water
2300 Richmond Road
Lexington, KY 40502

Office (859) 268-6352

Cell (859) 537-0750
zachery.dukes@amwater.com
www.amwater.com

From: "Doss, Lissa (EEC)" <Lissa.Doss@ky.gov>

To: ""BCasey@hazenandsawyer.com™ <BCasey@hazenandsawyer.com>,

Cc: "Zachery.Dukes@amwater.com™ <Zachery.Dukes@amwater.com>,
"Tabayeh, Mortaza (EEC)" <Mortaza.Tabayeh@ky.gov>

Date: 05/20/2014 09:49 AM

Subject: AlI#1063-KY American Water Co.-Richmond Road Station WTP

Improvements-Project Assighed

Good Morning Mr. Casey,

We received your submittal for the Richmond Road Station WTP Improvements and
it has been assigned today to Mortaza Tabayeh at extension 4826 or email



Mortaza . Tabayeh €ky. gov .

anytime.

Thank you and have a nice day.

Lissa

Lissa Doss

Lissa Doss

Engineering Section

Water Infrastructure Branch
Division of Water

200 Fair Oaks Lane

4th Floor

Frankfort, KY 40601
502-564-3410 ext. 4801
Lissa.Doss@ky.gov

KAW_R_PSCDR1_NUMO014 091714

If you have any questions please call or email us
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RE: AI#1063-KY American Water Co .-Richmond Road Station WTP
Improvements -Project Assigned
Tabayeh, Mortaza (EEC) Zachery.Dukes@amwater.com 06/17/2014 03:10 PM

This message has been replied to.

The project is under review and will be finished by next week.

- ----Original Message-----

From: Zachery.Dukes@amwater.com [mailto:Zachery.Dukes@amwater.com]
Sent: Tuesday, June 17, 2014 3:00 PM

To: Doss, Lissa (EEC)

Cc: 'BCasey@hazenandsawyer.com'’; Tabayeh, Mortaza (EEC)

Subject: Re: Al#1063-KY American Water Co.-Richmond Road Station WTP
Improvements-Project Assigned

Mortaza,

| just wanted to check in on the status of your review for our Richmond Road
Station Filter Building project. | appreciate you taking the time to meet with
us last week to discuss the project.

Thanks,
Zach

Zachery B. Dukes, P.E.
Project Manager Engineer
Kentucky American Water
2300 Richmond Road
Lexington, KY 40502

Office (859) 268-6352

Cell (859) 537-0750
zachery.dukes@amwater.com
www.amwater.com

From: "Doss, Lissa (EEC)" <Lissa.Doss@ky.gov>

To: "BCasey@hazenandsawyer.com™ <BCasey@hazenandsawyer.com>,

Cc: "Zachery.Dukes@amwater.com™ <Zachery.Dukes@amwater.com>,
"Tabayeh, Mortaza (EEC)" <Mortaza.Tabayeh@ky.gov>

Date: 05/20/2014 09:49 AM

Subject: AlI#1063-KY American Water Co.-Richmond Road Station WTP

Improvements-Project Assigned

Good Morning Mr. Casey,

We received your submittal for the Richmond Road Station WTP Improvements and
it has been assigned today to Mortaza Tabayeh at extension 4826 or email
Mortaza.Tabayeh@ky.gov . If you have any questions please call or email us
anytime.

Thank you and have a nice day.
Lissa



Lissa Doss

Lissa Doss

Engineering Section

Water Infrastructure Branch
Division of Water

200 Fair Oaks Lane

4th Floor

Frankfort, KY 40601
502-564-3410 ext. 4801
Lissa.Doss@ky.gov
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RE: Richmond Rd. WTP
Casey, Bret to: Tabayeh, Mortaza (EEC) 06/03/2014 09:03 AM
Cc: "Zachery.Dukes@amwater.com"

History: This message has been replied to.

Attached is the data that we based our CT calculations on (blue line on graph is temperature). We
based our calculations on a spring time temperature in March of 7.2 C. The future max flow in March is
estimated to be 18 mgd. This is significantly higher than the historic flows in March. So the design
condition of 18 mgd at 7.2 C is conservative and provides for a future increase in demand.

Please let me know if you have any other questions or need additional information to complete your
review. Thank you.

From: Tabayeh, Mortaza (EEC) [mailto:Mortaza.Tabayeh@ky.gov]
Sent: Monday, June 02, 2014 9:52 AM

To: Casey, Bret

Subject: Richmond Rd. WTP

Good Morning,

Would you please send me documents to support design capacity in the different temperatures in order
to finish my review.

Mortaza Tabayeh

E

MOR Summary_CT Data.xlIsx
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AlI#1063-KY American Water Co .-Richmond Road Station WTP

Improvements -Project Assigned

Doss, Lissa (EEC) to: 'BCasey@hazenandsawyer.com' 05/20/2014 09:49 AM
Cc: "Zachery.Dukes@amwater.com", "Tabayeh, Mortaza (EEC)"

History: This message has been replied to.

Good Morning Mr. Casey,

We received your submittal for the Richmond Road Station WTP Improvements and it
has been assigned today to Mortaza Tabayeh at extension 4826 or email
Mortaza.Tabayeh@ky.gov . If you have any questions please call or email us anytime.

Thank you and have a nice day.
Lissa

Yisia s

LISSA DOSS

ENGINEERING SECTION

WATER INFRASTRUCTURE BRANCH
DIVISION OF WATER

200 FAIR OAKS LANE

4TH FLOOR

FRANKFORT, KY 40601

502-564-3410 EXT. 4301
LISSA.DOSS@KY.GOV
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RE: KDOW Drawings
Melton, Lisa Zachery.Dukes@amwater.com 05/09/2014 01:51 PM
"Green, Robert", "Casey, Bret"

Zach,

Attached is the compiled construction application for KDOW. The drawings are large, so | will post them
and the spec on the FTP site. The hard copies | send will also have a cd with this same information.

Thank You,
Lisa

From: Melton, Lisa

Sent: Thursday, May 08, 2014 6:15 PM
To: 'Zachery.Dukes@amwater.com'
Cc: Green, Robert; Casey, Bret
Subject: KDOW Drawings

Zach,

Attached are the regulatory drawings and specifications for reference. We will be sending hard copies
in the mail (5 sets 11x17 drawings, 2 specs). Please advise if you need additional copies.

One final piece of information noted for the construction application is number of connections for your
service areas. Please advise if you have this available.

Thanks in advance,
Lisa

Lisa Melton

Assistant Engineer | Hazen and Sawyer

7870 E. Kemper Road, Suite 300, Cincinnati, OH 45249
513 469-2750 (main) | 513 469-5158 (direct)
Imelton@hazenandawyer.com | hazenandsawyer.com

KDOW_RRS Construction Application_2014-05-09.pdf
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Page 17 of 28
Form DW-2

Commonwealth of Kentucky
Energy and Environment Cabinet

@ Division of Water

Construction Application
For Drinking Water Treatment

Seetheinstructionsfor moreinformation about selected portions of this application.
Questions on completing this application? Contact the Water Infrastructure Branch at 502/564-3410, by e-mail at
WIBEnNgineering@Kky.qgov or visit our website at http://water .ky.gov for more information.

I Treatment Project | nformation

Project Name: Richmond Road Station Water Treatment Plant Improvements

Project County: Lexington-Fayette Urban Co  Eqimated Project Cost: $11,482,000.00
Project L atitude/Longitude (DMS): _N38-00-50, W84-27-50
Isthisafederally funded project:
[ ] DWSRF
[]SPAP
[] Other:

If yes, has an Environmental Information Document (EID) been reviewed and approved?

If the project has been submitted to the State Clearinghouse for review, provide the SAI number:
Identify all other funding sources; _Privately funded

Does this project modify an existing water treatment plant? _Yes

Provide a DETAILED description of work to be performed for this project. Attach additional sheets as necessary:
Improvements include new filter building, with eight (8) dual-media filters; new chlorine contact basin; relocation of chemical feed points;

new backwash tank with backwash pumps; new yard piping; and associated civil, electrical, HYAC changes to support the proposed

process improvements.

| dentify how the sanitary wastewater produced as a result of this project will be handled:
Sanitary Sewer WWTP:

] Septic Tank
[] Other:

. Utility Information

Utility Name: Kentucky American Water pPWsID: KY0340250

Street Address: 2300 Richmond Rd County: Lexington-Fayette Urban Co

City, State, Zip: Lexington, KY 40502

Phone#: 859-268-6352 Fax # 859-268-6327 Email: Zachery.Dukes@amwater.com

Is the system currently under any type of waterline sanctions or Agreed Orders? _No

Page 1 of 8 DOW-WIB 8/30/2010
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If yes, will this project satisfy the terms of or alleviate an agreed order, water budget or any other form of sanction?

If yes, describe;

1. Design Considerations

A. Plansand Specifications
Plans and specifications shall comply with 401 KAR 8:100 and “Recommended Standards for Water Works” 2007
Edition (Ten States’ Standards). All plans must contain a P.E. seal, signature and date of signature with at |east one set
having an origina seal and signature. Provide detailed plans (no larger than 24” X 36”) which must comply with 401 KAR
8:100. Seetheinstructionsfor additional details.

B. Design Engineer
Name: Bret Casey, P.E. Firm: Hazen and Sawyer

Street Address: 444 Lewis Hargett Circle, Suite 260

City, State, Zip: _Lexington, KY 40503

Phone# 614-781-9655 Fax # 859-217-1134 Email: BCasey@hazenandsawyer.com

C. Design Capacities
Communities Served: Bourbon, Clark, Fayette, Harrison, Jessamine, Scott, Woodford

I dentify the number of connections in the service area: 121,260

Current Treatment Plant Design Capacity: _ 25 MGD Proposed Treatment Plant Design Capacity: _ 25 MGD

Has a Preliminary Engineering Report been submitted and approved? _No
Have Water Withdrawal and K PDES permits been updated? _N©
KPDES Permit # Water Withdrawal Permit #
What type of treatment is/will be used:
[] Conventiona
[ ] Ballasted Flocculation
[] Membrane
[] Dissolved Air Flotation
[] Other:

Is pilot study data provided? No
D. Other Information to be Submitted with Project
1. Site

Provide a copy of the U.S.G.S. 7 ¥ minute topographic map with the location(s) of the proposed project.
What is the 100 year flood elevation for the project site? 973.6
What is the 500 year flood elevation or flood of record for the project site? 974.2

2. Intake and Raw Water Transmission
Provide the Latitude and Longitude (DMS) of the intake and River Mile Index if known:
Latitude: Longitude: River Mile Index:

Wheat is the raw water source?

Page 2 of 8 DOW-WIB 8/30/2010
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Provide water level elevations for surface water sources:
Low Level:
Normal Level:
Flood Levd:

For surface water sources, what type of intake will be used?
[] Floating
[] Screened
] Wet Well
[] Other:
Does the intake have the capability to draw from multiple levels? If yes, explain:

I's the intake screened?

Isamethod for cleaning provided? If yes, describe:

Where isthe raw water sample tap located?

Are any chemicals fed at the intake? If yes, list:

Is the intake more than 5 miles downstream or 1,000 ft upstream of any sewage outfall?

What is the flow rate into the intake?

If agroundwater source is used:

Number of Wells; Well Capacities:
] Provide water quality and quantity data for test wells.
Raw Water Pump Data:

Number of Pumps | Capacity (GPM) TDH Power (HP)

Are variable frequency drives (VFD) to be used?

L] Provide proposed pump’s characteristic curve along with the efficiency, horsepower and NPSHR data.

Raw Water Transmission Main Data:

Waterline M aterial Waterline Size Linear Feet

Are any chemicals fed in the raw water transmission main or wet-well?

Page 3 of 8 DOW-WIB 8/30/2010
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Page 20 of 28
If yes, list:
3. Pretreatment/Equalization
Basin Volume: Dimensions:
Purpose:
Are any chemicals fed here? List the chemicals fed along with the feed locations:
I's aeration used? If yes, purpose and type:
Are provisions to feed carbon provided? Rate:
4. Rapid Mix
Type of Rapid Mix:
[] Static Mixer
[] Conventional Rapid Mix
[ ] Other:
Number of Mixing Basins: Volume: Dimension:
Retention Time: Velocity Gradient (G):
5. Flocculation
Number of trains: Number of Stages:
Basin Volume: Dimensions:
Detention Time: Flow through Rate:
Mixer Speed (sec): I's the flocculation speed tapered through the process?

6. Sedimentation

Flow Velocity from Flocculation to Sedimentation:

Volume: Dimensions:

Flow Through Velocity: Detention Time:

Overflow Rate (gpm/ft?): Weir Loading Rate (gpd/ft):
Are tube settlers to be used? Dimensions:

Are Plate Settlers Used? Dimensions:

What percentage of the projected horizontal plate areais the overflow rate for plate settlers based?

Isa dludge collection system provided? Describe:

Is Ballasted Flocculation used?

If yes, provide the following:

Number of trains: Capacity: Basin Volumes:
Basin Dimensions: Retention Time:

Number of Hydrocyclones: Hydrocyclone Capacity (GPM):
Number of Recycle Pumps: Recycle Pump Capacity (GPM):
Overflow Rate (GPM/ft?): Number of Contact Basins:
Contact Basin Volume: Contact Basin Dimensions:
Contact Time:

Page 4 of 8 DOW-WIB 8/30/2010
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7. Filtration
Granular Media
Type of Filtration: _Rapid - Dual Media Number of Filters: _Eight
Filter Area: _496 sq ft Total Filter Box Depth: _17 feet
Media Depth Effective Size léggf‘f’lrgm
Sand 12 inches 0.45 to 0.55 mm <1.4
GAC 24 inches 1.0to 1.1 mm <15
Filtration Rate at Design Capacity: __° 9Pm/sf
Bacﬁyvgs?]erPSInps Capacity TDH Power (HP)
Two (2) 10,000 gpm 32 ft 140
Backwash Rate: 20 gpm/sf
What is the source of the wash water supply? Filtered Water
Isair scouring or surface wash utilized? Yes Which? __Air Scour
Number of Backwash Troughs: _Four / filter Dimensions; 21-in (w) x 21-in (d)
Design Flow (gpm): 2:480 Distance from media surface to bottom of backwash trough: _4-9"
Arerate of flow controllers provided for backwashing? __Yes
I's filter-to-waste capability provided? Y©s
Turbidimeter Locations:
[] Raw Water
] Top of Filter
Individual Filter Effluent (prior to filter-to-waste)
Combined Filter Effluent
[] Other:
Membranes
Type of membrane: Capacity: # of Skids:
Water Flux Rate (gpd/ft?): Permeate Recovery (%):
Operating Pressure (psi): Design Temperature (°F):
What cleaning agent will be used? Cleaning Frequency:
] Provide capacity calculations used to size membrane filters.
8. Clearwell
NLTmDE € Capacity Dimensions Baffled (yes/no)
Clearwells
CT Basin (Two tanks) 275,000 gal 88 x 65 x 7.3ft (swd) Yes
Backwash Supply 150,000 gal 36 x 65 x 8.75ft (swd) No
(One Tank)

Page 5 of 8 DOW-WIB 8/30/2010
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Page 22 of 28
If an offsitetank is used as a clearwell, provide location, coordinates and capacity:
Provide Contact Time (CT) Calculations.
9. High Service Pumps
Number of Pumps | Capacity (GPM) TDH Power (HP)

Are variable frequency drives (VFD) to be used?

L] Provide proposed pump’s characteristic curve along with the efficiency, horsepower and NPSHR data.
10. Disinfection
Check all forms of disinfection to be used:
[] Chlorine Gas
] Hypochlorite
[] Chloramines
[] uv
[] Other:

List the locations of all disinfectant injection points:

Chlorine Room Information:
Exhaust Fan Capacity (cfm): Air Exchange Rate:

Are air inlet louvers near the ceiling? Do ventilation fans take suction near the floor?

I's the chlorine room equipped with panic hardware and alarms?

I's a bottle of Ammonium Hydroxide provided?

Does the chlorine room have a shatterproof inspection window?

Is SCBA equipment meeting NIOSH requirements located outside of the chlorine room?

Are separate switches for fans and lights provided outside of the chlorine room?

Is a gas scrubber provided?

UV Information:
UV Wavelength: Dosage (MJcm?):
Are the bulbs protected?

Isthe UV assembly accessible for cleaning and replacement of the bulbs, jackets, etc?

Isasensor provided to ensure UV light is being delivered at the appropriate wavelength and dosage?

Ammonia I nformation:
Exhaust Fan Motor Capacity (cfm): Air Exchange Rate:

Is ammonia room equipped with panic hardware and alarms?

Does the ammonia room have a shatterproof inspection window?

Are separate switches for fans and lights provided outside of the room?

Page 6 of 8 DOW-WIB 8/30/2010
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Is a gas scrubber provided?
11. Other Chemicals
Provide information about chemicalsto be used in the treatment process below:
. Feed Bulk Tank Day Tank Feed Rate at
Cln ! PUITEEED L ocation (gal) (gal) Design Capacity

Will Carbon be added as a premixed dlurry or dry feed?
If dry feed, what is the hopper capacity?

Are fireproof/explosion proof precautions provided? Describe:

Are floor drains and containment provided?

Chemical Containment Capacity

12. Treatment Wastewater
Disposal Method for Treatment Wastewater:
] Lagoons
[ ] Dewatering
[] Other:
How much treatment wastewater does the water treatment plant produce?
Lagoon capacity:
Where does the decant water discharge?
13. General

X] Provide a process flow schematic.

[X] Provide a signed letter of acceptance from the utility, which states that the utility has reviewed and approved
the plans and specifications.

] If the project is funded by a State Revolving Fund Loan (SRF) provide a completed SRF Plans and
Soecifications Checklist along with 1 complete printed copy of the project specifications.

Page 7 of 8 DOW-WIB 8/30/2010
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IV. Fees

Check or money order must be made payable to “Kentucky State Treasurer” for the total amount. Fees do not apply to projects
FUNDED by a municipality, water district, or other publicly owned utility.
Project Category: _Partial Treatment Upgrade Total Amount: $ 525.00

Page 8 of 8 DOW-WIB 8/30/2010
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Kentucky American Water
Richmond Road Station WTP Improvements

Site Information

U.S.G.S. Map

Hazen and Sawyer | KAW: RRS Improvements
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Kentucky American Water
Richmond Road Station WTP Improvements

Clearwell Information

CT CALCULATIONS

Hazen and Sawyer | KAW: RRS Improvements
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